
1 Providence St

Certificate No:AA0000418

Plumb-Tec
29 Segrave Rd
Milehouse 
Plymouth 

  PL2 3DR

1 Providence St
TDBM

3 Cross Hill Villas 
Morice Town 
Plymouth 

PL2 1RT

 07850039708 520408

 4169720

 Fri-01-11-2019

 Fri-01-11-2019 Jodie Evans

 Terry Dorrian 

 Kitchen  Combi boiler  Worcester  Greenstar 28 i junior HE   9.7  177  RS YES  0.0019  20 mbarYES YES YES YES N/A NO YES

YES

YES

YES

YES

YES Sat-31-10-2020

1

YES YESCO Alarm fitted
and working?

Smoke alarm fitted
and working?

Domestic/Landlord Gas Safety Record
Safety inspection and reporting carried out in accordance with Gas Safety (Installation and Use) 

Regulations and the Gas Industry Unsafe Situations Procedure. No detailed internal inspection of 
flues (Integrity, Constructions and Lining) has been carried out.

Location Appliance Type Make Model

Emergency Control Valve
accessible:

Gas Installation Pipework Visual Inspection Satisfactory:

Gas Tightness Satisfactory:

Equipotential Bonding:Number Of Appliances Tested:

NEXT INSPECTION DUE ON
OR BEFORE: Installation Pass:

Report Issued By:
Name:

Report Received By:
Name:

Signed:

Signed:

Date:

Date:

Gas ID Number:

This Gas Safety Report was created by Gas Checker Software 2016 all rights reserved  www.gaschecker.co.uk

Certificate Reference

Trading Title

Address

Gas Safe No: Telephone No:

Post Code:

Installation 
Address

Telephone No:

Post Code:

Client 
Address

Telephone No:

Post Code:
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Engineers Details Installation Details Client Details

Appliance Details Inspection Details

Faults/Notes Remedial Work Taken Warning Notice Fixed

Signatures

Fl
ue
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